Username: dpirc

2011 — 10:53am
Q:\ 2009\ 09004.6\Phase 2 — Renovations\Elec\02_Drawings\E20.dwg

Mar 08,

- g - -V T ]
\ \
I . x - I — 11 _| R - ¢ .
B e e e = 1 9 GENERAL NOTES:
\ |
\ \
| \
\ \
| \
| | | | A. FURNISH AND INSTALL POWER WIRING AND MAKE ELECTRICAL CONNECTIONS FROM
| | M | BUILDING WIRING SYSTEM TO ALL EQUIPMENT ITEMS HAVING ELECTRICAL POWER
8. — — — — — — | 1 — — — | | REQUIREMENTS, BE THEY FURNISHED UNDER THIS DIVISION OR OTHER DIVISIONS OF
| | THE CONSTRUCTION DOCUMENTS.
| \
\ \
| | | | B. MAKE ALL CONNECTIONS TO EQUIPMENT PER MANUFACTURER’S REQUIREMENTS.
| \
| | o N | C. CONDUITS AND BOXES SHALL BE SURFACE MOUNTED TIGHT TO EXISTING WALLS AND
| L r | . CEILING STRUCTURE. ROUTE PARALLEL WITH BUILDING ELEMENTS.
| | } 7777777777 — | D. COORDINATE WITH MECHANICAL AND PROVIDE ALL LINE VOLTAGE POWER AND INTERLOCK
| | ‘ B ‘ | CONDUIT, CONDUCTORS AND TERMINATIONS FOR FULLY OPERATIONAL SYSTEMS.
|
J | ] | | | E. COORDINATE WITH MECHANICAL FOR CONTROL LOCATIONS, PROVIDE DEVICE BOXES,
. — — — — — — w T — — = T \‘ | JUNCTION BOXES AND CONDUIT FOR CONTROL WIRING. CONTROL WIRING AND
| \‘ | | | | CONNECTIONS FOR MECHANICAL EQUIPMENT SHALL BE BY CONTROLS CONTRACTOR.
\ \
| | | | | | F. PROVIDE BRANCH CIRCUIT PROTECTION AND DISCONNECT SWITCHES REQUIRED BY CODE
‘ | | | | ‘ AND PER MANUFACTURER’S INSTRUCTIONS. PROVIDE FUSED DISCONNECT AS REQUIRED
‘ | | | | ‘ BY MANUFACTURER AND WHERE SHOWN ON DRAWINGS.
|11 I
| \} | | | | G. FURNISH AND INSTALL MOTOR STARTERS, DISCONNECTS AND FUSES AS REQUIRED BY
| L B | FQUIPMENT RATINGS AND MANUFACTURERS RECOMMENDATIONS.
- — — i I —— — 7,4 — R ny — - 4@ CONTRACTOR SHALL COORDINATE WITH MECHANICAL PRIOR TO INSTALLATION OF
DISCONNECTS AS TO NOT CONFLICT WITH MECHANICAL EQUIPMENT WORKING
| | | | CLEARANCES.
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EXISTING "M1" | |
‘ ”»
| 1 | 1. FURNISH AND INSTALL 3/4” CONDUIT TO ASSOCIATED FAN COIL UNIT FOR CONTROL
EXISTING “M2” | ELECTRICAL | } WIRING. COORDINATE LOCATIONS AND ALL REQUIREMENTS WITH CONTROLS
NN G O 4 ‘ CONTRACTOR.
R \
m
%*’,’ } | 2. POWER CONNECTION FOR FIRE ALARM CONTROL PANEL. VERIFY ALL REQUIREMENTS.
G
ﬁé | } 3. RECEPTACLE MOUNTED INSIDE INTRUSION DETECTION PANEL. VERIFY ALL
7777777777 : | REQUIREMENTS.
- \
\
} M | | | | 4. RECEPTACLES MOUNTED ON CABLE TRAY. VERIFY ALL REQUIREMENTS.
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